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. Engineering Test Institute, Public Enterprise, Czech Republic

OSVEDCENIi O ZKOUSCE
CERTIFICATE OF TEST

CGso  0-30-00185-15

Vyrobce - Manufacturer MCE Matopolskie Centrum Ekologiczne
Klecza Dolna 15a, 34-124 Klecza Gorna
Polsko - Poland

Vyrobek - Product Kotel teplovodni - Hot-water boiler
;s s V7 PLUS 19 kW, V7 PLUS M 19 kW
;Vpgvcj’e‘s’f”ni‘fo':; V7 PLUS 38 kW, V7 PLUS M 38 kW
yp g V7 PLUS 76 kW, V7 PLUS M 76 kW
Metoda zkoudek - Test method CSN EN 303-5:2013
ZpUsob topeni - Heating procedure automatické - aufomatic
Palivo - Fuel hnédé uhli b - brown coal b

Vysledky - Results

V7 PLUS19kW V7 PLUS 38 kW V7 PLUS 76 kW
Tfida - Class 4 4 4
Jmenovity vykon - Nominal output
CO (10% 02) mg/mp. 67 159 86
OGC (10% 0,) mg/mp> 1 2 2
= Prach - Dust (10% O2) mg/my’ 39 55 46
Uginnost - Efficiency % 86,9 85,3 86,8
i Snizeny vykon - Lower output
CO (10% Oy) mg/mn> 409 116 200
OGC (10% 02) mg/my° 2 1 2
Prach - Dust (10% O2) mg/ma> 37 33 60
Uginnost - Efficiency % 90,5 90,9 86,6

Protokol &. - Report No. 30-12552/T

vydany ZkuZebni laboratofi & 1045.1, akreditovanou CIA o.p.s.,
&islo osvédeeni o akreditaci 354/2014

issued by Testing Laboratory No. 1045.1, accredited by CAl,
Accreditation Certificate No. 354/2014

Podklad pro vydani osvédceni
- Basis for Cettificate issuance

Strojirensky zkuSebni Gstav, s.p. timto osvédCenim o zkouSce potvrzuje, Ze u pfedmétného vyrobku proved|
zkousky s vySe uvedenymi vysledky.

The Engineering Test Institute, Public Enterprise approves with this test certificate that the testing of the product
in question was performed with the results as stated above.

Brno, 2015-02-27

Milan Holomek
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